
 

Hot water 

Lead (μg/L) Chlorine (mg/L) 
Total coliform 

count (mpn/100ml) 

E.coli  count 
(mpn/100ml)

Lead (μg/L)

C1-1040 0.108 <0.02 0 0 0.188
C1-2040 0.163 <0.02 0 0 0.206
C1-3040 0.140 <0.02 0 0 0.237
C1-4040 <0.003 <0.02 0 0 0.212
C1-5040 0.366 <0.02 0 0 0.837
C1-6040 0.197 <0.02 0 0 0.298
C1-7040 0.457 <0.02 0 0 0.451
C1-8040 0.474 <0.02 0 0 0.278
C1-9012 0.212 <0.02 0 0 0.266
C2-1009 0.272 <0.02 0 0 0.265
C2-2009 0.252 <0.02 0 0 0.255
C2-3009 0.326 <0.02 0 0 0.287
C2-4009 0.163 <0.02 0 0 0.315
C2-5009 0.239 <0.02 0 0 0.254
C2-6009 0.135 <0.02 0 0 0.147
C2-7009 0.086 <0.02 0 0 0.170
C2-8009 0.095 <0.02 0 0 0.182
C3-1052 0.172 <0.02 0 0 0.219
C3-2060 0.169 <0.02 0 0 0.195
C3-3060 0.161 <0.02 0 0 0.402
C3-4060 0.084 <0.02 0 0 0.251
C3-5060 0.122 <0.02 0 0 0.214
C3-6060 0.130 <0.02 0 0 0.244
C3-7060 0.188 <0.02 0 0 0.308
C3-8060 0.218 <0.02 0 0 0.367

Water Quality Test Result of Drinking Water Fountain 

Sampling Date Location Building 
Cold water 

Results

Reference standard: VMA from Decreto-Lei n.° 46/96/M, Aprova o Regulamento de Águas e de Drenagem de Águas Residuais de Macau
Lead: <0.05mg/L(<50µg/L); Chlorine: <0.5mg/L; Total coliform count: 0 mpn/100ml; E.coli count: 0 mpn/100ml
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Hot water 

Lead (μg/L) Chlorine (mg/L) 
Total coliform 

count (mpn/100ml) 
E.coli  count 
(mpn/100ml)

Lead (μg/L)

1001 0.377 <0.02 0 0 0.170
2001 0.160 <0.02 0 0 0.142
3001 0.347 <0.02 0 0 0.209
4001 0.331 <0.02 0 0 0.238
5001 0.159 <0.02 0 0 0.331
6001 0.089 <0.02 0 0 0.314
7001 0.111 <0.02 0 0 0.224
8001 0.078 <0.02 0 0 0.220
9001 0.123 <0.02 0 0 0.164

10001 0.113 <0.02 0 0 0.148

Water Quality Test Result of Drinking Water Fountain 

Sampling Date Location Building 
Cold water 

Results

Reference standard: VMA from Decreto-Lei n.° 46/96/M, Aprova o Regulamento de Águas e de Drenagem de Águas Residuais de Macau
Lead: <0.05mg/L(<50µg/L); Chlorine: <0.5mg/L; Total coliform count: 0 mpn/100ml; E.coli count: 0 mpn/100ml

S4 10/06/2019




